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2. EXTERNAL DIMENSIONS Ceiling cassette (4-way flow type)

2. EXTERNAL DIMENSIONS

PLFY-P15, 20, 25, 32, 40, 50VFM-E1
Unit: mm
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Air intake hole
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I-see sensor corner panel
standard attachment position

Receiver corner panel
standard attachment position

Air intake grille

Auto vane

Vane motor

Drain hole

Details of receiving

Defrost/Stand by lamp

Operation lamp

Emergency operation
 switch(cooling)

Emergency operation
 switch(heating)

Receiver
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Suspension bolt pitch
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Grille

CeilingPower supply
terminal block

Drain pipe
VP-25 connection

Suspension bolt
M10 or W3/8

Su
sp

en
sio

n 
bo

lt
lo

we
r e

dg
e Indoor/Outdoor unit

connecting terminal block
For remote controller
terminal block

Refrigerent pipe (liquid):ø6.35
Flared connection:1/4F

Refrigerent pipe (gas):ø12.7
Flared connection:1/2F
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